VEIKI-VNL ELECTRIC LARGE LABORATORIES LTD.

No. 4643/VNL

Test Report

Short-circuit test of three-phase, oil-immersed power transformer
with rated parameters of 400 kVA and 15.8 kY

11" December 2006
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